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(This foreword is not part of this standard. It is merely informative and does not contain requirements
necessary for conformance to the standard. It has not been processed according to the ANSI requirements
for a standard and may contain material that has not been subject to public review or a consensus process.
Unresolved objectors on informative material are not offered the right to appeal at ASHRAE or ANSI.)

FOREWORD
Since the original publication of Standard 62.1, ASHRAE published Standard 188-2015 Legionellosis: Risk
Management for Building Water Systems. This proposed addendum requires advising the owner of the basic
requirements of ASHRAE Standard 188.
[Note to Reviewers: This addendum makes proposed changes to the current standard. These changes are
indicated in the text by underlining (for additions) and strikethrough (for deletions) except where the reviewer
instructions specifically describe some other means of showing the changes. Only these changes to the current
standard are open for review and comment at this time. Additional material is provided for context only and is
not open for comment except as it relates to the proposed changes.]

Addendum y to 62.1-2016
Add new Section 5.18 as follows

5.18 Legionella Risk. The building owner shall be provided with written documentation of the design
information for all of the HVAC-related water systems and elements that are required to be addressed by
ANSI/ASHRAE Standard 188X.
Informative Note: Typical elements of the HVAC system addressed by Standard 188 include: open- and
closed-circuit cooling towers and evaporative condensers that provide cooling or refrigeration for the
HVAC system and humidification systems. This requirement is related to HVAC’s influence on
Legionnaires’ Disease risk, but it is important to note that there are multiple sources of potential waterto-people transmission inside buildings that are potable water based, such as shower heads, some
humidifiers, and ice machines, as well as non-potable sources that are not associated with HVAC, such
as decorative water features.
Add a new reference to Section 9 as shown below. The remainder of Section 9 is unchanged.
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