This draft has been recommended for public review by the responsible project committee. To submit a comment on this proposed standard, go to the ASHRAE website at www.ashrae.org/standards-research--technology/public-review-drafts and access the online comment database. The draft is subject to modification until it is approved for publication by the Board of Directors and ANSI. Until this time, the current edition of the standard (as modified by any published addenda on the ASHRAE website) remains in effect. The current edition of any standard may be purchased from the ASHRAE Online Store at www.ashrae.org/bookstore or by calling 404-636-8400 or 1-800-727-4723 (for orders in the U.S. or Canada).

This standard is under continuous maintenance. To propose a change to the current standard, use the change submittal form available on the ASHRAE website, www.ashrae.org.

The appearance of any technical data or editorial material in this public review document does not constitute endorsement, warranty, or guaranty by ASHRAE of any product, service, process, procedure, or design, and ASHRAE expressly disclaims such.

© February 20, 2020 ASHRAE. This draft is covered under ASHRAE copyright. Permission to reproduce or redistribute all or any part of this document must be obtained from the ASHRAE Manager of Standards, 1791 Tullie Circle, NE, Atlanta, GA 30329. Phone: 404-636-8400, Ext. 1125. Fax: 404-321-5478. E-mail: standards.section@ashrae.org.

ASHRAE, 1791 Tullie Circle, NE, Atlanta GA 30329-2305

© February 20, 2020 ASHRAE

This draft is covered under ASHRAE copyright. The appearance of any technical data or editorial material in this publication document does not constitute endorsement, warranty, or guaranty by ASHRAE of any product, service, process, procedure, design or the like and ASHRAE expressly disclaims such. Permission to republish or redistribute must be obtained from the MOS.

(This foreword is not part of this standard. It is merely informative and does not contain requirements necessary for conformance to the standard. It has not been processed according to the ANSI requirements for a standard and may contain material that has not been subject to public review or a consensus process. Unresolved objectors on informative material are not offered the right to appeal at ASHRAE or ANSI.)

Foreword
This addendum modifies Section 4.2 to remove language that was considered problematic in the context of an ASHRAE standard. The changes seen here do not alter the intent of Section 4.2, which addresses the jurisdictional options added to the standard to facilitate local adoption of the Standard or the IgCC.

[Note to Reviewers: This addendum makes proposed changes to the current standard. These changes are indicated in the text by underlining (for additions) and strikethrough (for deletions) except where the reviewer instructions specifically describe some other means of showing the changes. Only these changes to the current standard are open for review and comment at this time. Additional material is provided for context only and is not open for comment except as it relates to the proposed changes.]

Addendum bp to 189.1-2017

Modify informative Section 4.2 and the title of Table 4.2:

4. ADMINISTRATION AND ENFORCEMENT
4.1 General. Building projects shall comply with Sections 4 through 11. Within each of those sections, building projects shall comply with all mandatory provisions (x.3) and, where offered, either the:
   a. Prescriptive Option (x.4) or
   b. Performance Option (x.5).

Informative Note— to become normative in IgCC:
4.2 Requirements determined by the jurisdiction. The jurisdiction shall indicate the following information in Informative Table 4.2 for inclusion in its code adopting ordinance:
   a. Where “No” boxes are provided, the jurisdiction shall check the box to indicate where that section is not to be enforced as a requirement in the jurisdiction. Where the “No” box is not checked, that section is to be enforced.
   b. Where a numerical value is required to specify the level of performance required, the jurisdiction shall indicate the required value. Where a numerical value is not indicated, the value in the text is to be enforced.

Informative Notes: 4.2Jurisdictional Options. 1. Section 4.2 is informative to Standard 189.1 and normative to the IgCC. 2. The jurisdictional options requirements listed in Table 4.2 are formatted provide to afford jurisdictions the flexibility to adopt the code in a manner that is best suited to meet their unique environmental and regional goals and needs. Enforcement of these jurisdictional requirements will result in higher performing buildings, but may go beyond the needs of specific jurisdictions. Jurisdictional option provisions are indicated in the body of the standard with the informative symbol [JO] after the section number indicates jurisdictional option provisions.
Table 4.2 may be used for the code adoption ordinance:
1. Where “No” boxes are provided, the jurisdiction checks the box to indicate where that section is not to be enforced as a requirement in the jurisdiction. Where the “No” box is not checked, that section is adopted.
2. Where a numerical value is listed to specify the level of performance, the jurisdiction shall indicate the required value to be adopted. Where a numerical value is not indicated, the value in the text is adopted without change.

<table>
<thead>
<tr>
<th>SECTION</th>
<th>SECTION TITLE OR DESCRIPTION AND DIRECTIVES</th>
<th>Jurisdictional Requirement</th>
</tr>
</thead>
</table>

[Note: Body of the table remains unchanged.]