FOREWORD

This addendum makes additions to Section 9.2 Refrigerant Transfer, Transport, and Storage. These changes address the safe storage of flammable refrigerants and adds NFPA 55 and IFC-ICC Chapter 58 to the normative references.

[Note to Reviewers: This addendum makes proposed changes to the current standard. These changes are indicated in the text by underlining (for additions) and strikethrough (for deletions) except where the reviewer instructions specifically describe some other means of showing the changes. Only these changes to the current standard are open for review and comment at this time. Additional material is provided for context only and is not open for comment except as it relates to the proposed changes.]

Addendum a to Standard 147-2019

Revise Section 9.2 Refrigerant Transfer, Transport, and Storage to include the addition as shown below.

9.2.3.1 Storage of Flammable Refrigerants. Storage of Class 2L, 2, and 3 refrigerants shall comply with NFPA 55, Compressed Gases and Cryogenic Fluids Code, and IFC Chapter 58, Flammable Gases and Flammable Cryogenic Fluids.

Revise Normative References to include the additions as shown below.

11. NORMATIVE REFERENCES

References required for compliance with this standard are listed below. Informative references are listed in Annex C.


First Public Review Draft


