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(This foreword is not part of this standard. It is merely informative and does not contain requirements 
necessary for conformance to the standard. It has not been processed according to the ANSI requirements 
for a standard and may contain material that has not been subject to public review or a consensus process. 
Unresolved objectors on informative material are not offered the right to appeal at ASHRAE or ANSI.) 
 

FOREWORD 
 
This addendum allows the use of fittings and connectors listed to ISO 14903 as an alternative to joints and fittings 
listed to UL 207 in section 9.10 of the standard. The listing standards UL 207 and ISO 14903 provide equivalent 
coverage when evaluating the construction of joints and fittings. This change correlates Standard 15 with 
addendum a issued to the 2024 edition of ASHRAE Standard 15.2, which made a similar change in section 8.5.2.1 
of that standard.   

A second change is to remove CSA C22.2 No.140.3 as an approved listing standard to evaluate joints and fittings. 
This standard does not adequately evaluate the construction of joints and fittings for their use in field-installed 
refrigerating systems. ASHRAE Standard 15.2 does not allow the use of CSA C22.2 No. 140.3 as an appropriate 
listing standard for joints and fittings either.   

Note: This addendum makes proposed changes to the current standard. These changes are indicated in the text by 
underlining (for additions) and strikethrough (for deletions) except where the reviewer instructions specifically 
describe some other means of showing the changes. Only these changes to the current standard are open for review 
and comment at this time. Additional material is provided for context only and is not open for comment except as 
it relates to the proposed changes. 

 

Addendum ab to Standard 15-2024 

Modify Section 9 as follows. The remainder of Section 9 remains unchanged. 

9. DESIGN AND CONSTRUCTION OF REFRIGERATION EQUIPMENT AND SYSTEMS.   
 

[…] 
 
9.10 Refrigerant Piping, Valves, Fittings, and Related Parts.   
 

[…] 
 

9.10.4 Pipe Fittings. Refrigerant pipe fittings shall be approved for installation with the piping materials to be 
installed and shall demonstrate conformance to one or more of the standards in Table 9–9 or shall be listed as 
complying with UL 20719 or ISO 1490320.   
 

[…] 
 

9.10.5 Flexible Connectors, Expansion and Vibration Compensators. Flexible connectors and expansion, 
vibration control devices or other similar components shall be listed to UL 20719 or ISO 1490320 or CSA C22.2 
No. 140.320 for the specific refrigerant of the refrigeration system for which the components are installed, and 
shall have design pressure in accordance with Section 9.2.   
 

[…] 
 
Modify Section 13 as follows. The remainder of Section 13 remains unchanged. 
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