
 
BSR/ASHRAE/ACCA Addendum c 

 to ANSI/ASHRAE/ACCA Standard 211-2018 (RA 2023) 
 

_____________________Publication Review 
Draft 

Proposed Addendum c to  

Standard 211-2018 (RA 2023), Standard 

for Commercial Building Energy Audits 
 

First Publication Public Review (October 2026) 
(Draft Shows Proposed Changes to Current Standard) 

This draft has been recommended for public review by the responsible project committee. To submit a comment on this proposed 
standard, go to the ASHRAE website at www.ashrae.org/standards-research--technology/public-review-drafts and access the 
online comment database. The draft is subject to modification until it is approved for publication by the Board of Directors and 
ANSI. Until this time, the current edition of the standard (as modified by any published addenda on the ASHRAE website) 
remains in effect. The current edition of any standard may be purchased from the ASHRAE Online Store at 
www.ashrae.org/bookstore or by calling 404-636-8400 or 1-800-727-4723 (for orders in the U.S. or Canada).  
 
This standard is under continuous maintenance. To propose a change to the current standard, use the change submittal form 
available on the ASHRAE website, www.ashrae.org.  
The appearance of any technical data or editorial material in this public review document does not constitute endorsement, 
warranty, or guaranty by ASHARE of any product, service, process, procedure, or design, and ASHRAE expressly disclaims 
such.  
© 2026 ASHRAE. This draft is covered under ASHRAE copyright. Permission to reproduce or redistribute all or any part of this 
document must be obtained from the ASHRAE Manager of Standards, 180 Technology Parkway NW, Peachtree Corners, GA 
30092. Phone: 404-636-8400, Ext. 1125. Fax: 404-321-5478. E-mail: standards.section@ashrae.org. 
 
ASHRAE; 180 Technology Parkway; Peachtree Corners, GA 30092   
 

http://www.ashrae.org/standards-research--technology/public-review-drafts
http://www.ashrae.org/bookstore
http://www.ashrae.org/
mailto:standards.section@ashrae.org


BSR/ASHRAE/ACCA Addendum c to ANSI/ASHRAE/ACCA Standard 211-2018 (RA 2023), Standard for Commercial 
Building Energy Audits 
First Publication Review Draft 
 
 
 
© 2026 ASHRAE 
 
This draft is covered under ASHRAE copyright. The appearance of any technical data or editorial material in 
this publication document does not constitute endorsement, warranty, or guaranty by ASHRAE of any product, 
service, process, procedure, design or the like and ASHRAE expressly disclaims such. Permission to republish 
or redistribute must be obtained from the MOS. 
 
(This foreword is not part of this standard. It is merely informative and does not contain requirements 
necessary for conformance to the standard. It has not been processed according to the ANSI requirements 
for a standard and may contain material that has not been subject to public review or a consensus process. 
Unresolved objectors on informative material are not offered the right to appeal at ASHRAE or ANSI.) 
 

FOREWORD  
This addendum adds a definition for ‘transportation vehicle energy’, and includes a revised Figure 1 
clarifying how transportation vehicle energy is accounted for. 
 

Note: In this addendum, changes to the current standard are indicated in the text by underlining (for 
additions) and strikethrough (for deletions) unless the instructions specifically mention some other means of 
indicating the changes. Only these changes are open for review and comment at this time. Additional material 
is provided for context only and is not open for comment except as it relates to the proposed substantive 
changes. 

Addendum c           

 
Add definition for transportation vehicle energy:  
Add definitions to Section 3.1 as follows: 
 
transportation vehicle energy: energy used to recharge or refuel vehicles that are used for off-site 
transportation purposes. 
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Clarify End Uses not included in this Standard in Section 5.1.1:  
Add Transportation Vehicle Energy to items not included in this standard. Clarify the items included as 
Conveyance systems. Changed text is underlined: 
 

5.1 Scope of Systems  
5.1.1 Scope of Energy Audit  

The scope of the energy audit shall include the following systems, as applicable to the building:  
a. Envelope (including infiltration, exfiltration, and stack effect pathways)  
b. Lighting (interior and exterior)  
c. HVAC (cooling, heating, air distribution, ventilation and exhaust systems [including thos
e to meet loads due to laundry and mail chutes])  
d. Building automation systems (BASs)  
e. Heating, chilled, condenser, and domestic water systems and associated pumps  
f. Steam systems  
g. Refrigeration (except for food processing refrigeration)  
h. Onsite power generation equipment, including renewable energy systems  
i. Uninterruptible power supplies, power distribution units, and critical power systems  
j. Data centers and information technology infrastructure  
k. Conveyance systems (escalators, elevators, baggage handling, moving sidewalks, 

forklifts, conveyors and similar). Note: this does not include transportation vehicle 
energy.   

l. Plug loads (including office equipment, personal computers, appliances)  
m. Laundries  
n. Food preparation  
o. Pools, saunas, and spas  

The following end uses are not included in this standard:  
a. Industrial processes  
b. Agricultural processes  
c. Transportation Vehicle Energy  
d. Irrigation  

  
 
Update to Figure 1 Relationship of site energy (Esite) and building energy (Ebld):  
Existing Figure 1 has been removed: 
 
Figure 1 to be removed: 
 

 
The following Figure 1 will be added: 
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Supporting Text for Figure 1:  
Add supporting text to Section 5.1 
 
Where,  
 
Ebld  = Energy used within the building boundary  
 
Esite = Energy used within the site boundary  
 
Eimp = Imported Energy  
 
Eexp = Exported Energy  
 
Eg   = On-Site Renewable Energy Production  
 
Es   = Net increase in energy stored on site  
 
Eexp-v =  Exported Transportation Vehicle Energy*  
 
  
 
And building and site energy use is calculated as specified in Equation 1 and Equation 2, respectively:  
 
Ebldg   = (Eimp + Eg) – (Es – Eexp – Eexp-v)  
 
Esite = (Eimp - Es – Eexp – Eexp-v) 
 
 
 


